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USE SADDLE FOR 4" TO
6" WATER MAINS;

MUELLER BR2B
FORD 202B } BRASS

AY MCDONALD 3826
SMITH BLAR 323 }BRONZE

2" COPPER WATER
TUBING — TYPE K

2" BRASS 90° F.I.P.T. x
M.L.P.T. ELBOW

BLOCK WITH j

SUITABLE MATERIAL

2" M.L.P.T. x COPPER
COMPRESSION COUPLING

2" BRASS 90" F.LP.T. x COMPRESSION ELBOW [-
2" BALL CC x M.LP.T.
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2" COPPER_WATER
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USE SADDLE FOR 4"
TO 6" WATER MAINS;

2" BRASS 90° F.LP.T. x
COMPRESSION ELBOW

MUELLER BR2B OR FORD 202B (BRASS);
AY MCDONALD 3826 OR SMITH BLAIR 323 (BRONZE)

NOTE: FOR METER SETTINGS, SEE STD. NO. BC 840.01.
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2" BRASS 90" F.I.P.T.
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6" WATER MAINS
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STANDARD INSTALLATION OF
2" WATER SUPPLY SERVICE
(1 1/2" METER) FOR
6" MAIN AND SMALLER

STANDARD NO.
BC 840.02
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